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Microbiological (Acute Health) 

 
  < 95% Unacceptable 99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 10 / 0 10 0 >99.9 0 / 10 10 / 10 

Final / Outflow 3 / 10 10 / 3 10 0 >99.9 0 / 10 10 / 10 

Storage / Resevoir 7 / 19 19 / 7 19 2 89.5 0 / 19 19 / 19 

Point of Use 15 / 0 42 / 0 42 6 85.7 0 / 42 42 / 42 

 28 / 29 81 / 10 81 8 90.1 0 / 81 81 / 81 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

Final / Outflow 3 / 6 6 / 3 6 0 >99.9 0 / 6 6 / 6 

Storage / Resevoir 6 / 12 12 / 6 12 1 91.7 0 / 12 12 / 12 

Point of Use 12 / 0 23 / 0 23 3 87.0 0 / 23 23 / 23 

 24 / 18 47 / 9 47 4 91.5 0 / 47 47 / 47 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 15 / 0 15 0 >99.9 0 / 15 15 / 15 

Final / Outflow 3 / 15 15 / 3 15 0 >99.9 0 / 15 15 / 15 

Storage / Resevoir 7 / 30 30 / 7 30 3 90.0 0 / 30 30 / 30 

Point of Use 12 / 0 54 / 0 54 4 92.6 0 / 54 54 / 54 

 25 / 45 114 / 10 114 7 93.9 0 / 114 114 / 114 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 12 / 0 12 0 >99.9 9 / 12 12 / 12 

Final / Outflow 3 / 12 12 / 3 12 0 >99.9 9 / 12 12 / 12 

Storage / Resevoir 7 / 25 25 / 7 25 4 84.0 18 / 25 25 / 25 
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Point of Use 12 / 0 46 / 0 46 6 87.0 34 / 46 46 / 46 

 25 / 37 95 / 10 95 10 89.5 70 / 95 95 / 95 

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 9 / 0 9 0 >99.9 9 / 9 9 / 9 

Final / Outflow 3 / 9 9 / 3 9 1 88.9 9 / 9 9 / 9 

Storage / Resevoir 7 / 18 18 / 7 18 4 77.8 18 / 18 18 / 18 

Point of Use 11 / 0 32 / 0 32 4 87.5 32 / 32 32 / 32 

 24 / 27 68 / 10 68 9 86.8 68 / 68 68 / 68 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 52 / 0 52 0 >99.9 18 / 52 52 / 52 

Final / Outflow 3 / 52 52 / 3 52 1 98.1 18 / 52 52 / 52 

Storage / Resevoir 8 / 104 104 / 8 104 14 86.5 36 / 104 104 / 104 

Point of Use 15 / 0 197 / 0 197 23 88.3 66 / 197 197 / 197 

 29 / 156 405 / 11 405 38 90.6 138 / 405 405 / 405 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 0 / 3 3 / 3 

Storage / Resevoir 5 / 5 13 / 13 13 2 84.6 0 / 13 13 / 13 

Point of Use 8 / 0 21 / 0 21 3 85.7 0 / 21 21 / 21 

 15 / 6 40 / 16 40 5 87.5 0 / 40 40 / 40 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Storage / Resevoir 4 / 4 8 / 8 8 0 >99.9 0 / 8 8 / 8 

Point of Use 6 / 0 12 / 0 12 1 91.7 0 / 12 12 / 12 

 12 / 5 24 / 10 24 1 95.8 0 / 24 24 / 24 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 5 0 >99.9 0 / 5 5 / 5 

Final / Outflow 1 / 1 5 / 5 5 0 >99.9 0 / 5 5 / 5 

Storage / Resevoir 4 / 4 20 / 20 20 2 90.0 0 / 20 20 / 20 

Point of Use 6 / 0 26 / 0 26 1 96.2 0 / 26 26 / 26 

 12 / 5 56 / 25 56 3 94.6 0 / 56 56 / 56 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 4 0 >99.9 3 / 4 4 / 4 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 3 / 4 4 / 4 

Storage / Resevoir 4 / 4 15 / 15 15 2 86.7 11 / 15 15 / 15 

Point of Use 6 / 0 24 / 0 24 4 83.3 18 / 24 24 / 24 
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12 / 5 47 / 19 47 6 87.2 35 / 47 47 / 47 

December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 3 0 >99.9 3 / 3 3 / 3 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 3 / 3 3 / 3 

Storage / Resevoir 4 / 4 11 / 11 11 4 63.6 11 / 11 11 / 11 

Point of Use 6 / 0 17 / 0 17 1 94.1 17 / 17 17 / 17 

 12 / 5 34 / 14 34 5 85.3 34 / 34 34 / 34 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 17 / 0 17 0 >99.9 6 / 17 17 / 17 

Final / Outflow 1 / 1 17 / 17 17 0 >99.9 6 / 17 17 / 17 

Storage / Resevoir 5 / 5 67 / 67 67 10 85.1 22 / 67 67 / 67 

Point of Use 8 / 0 100 / 0 100 10 90.0 35 / 100 100 / 100 

 15 / 6 201 / 84 201 20 90.0 69 / 201 201 / 
201 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 0 / 3 3 / 3 

Storage / Resevoir 2 / 2 6 / 6 6 0 >99.9 0 / 6 6 / 6 

Point of Use 4 / 0 12 / 0 12 2 83.3 0 / 12 12 / 12 

 8 / 3 24 / 9 24 2 91.7 0 / 24 24 / 24 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Storage / Resevoir 2 / 2 4 / 4 4 1 75.0 0 / 4 4 / 4 

Point of Use 3 / 0 5 / 0 5 0 >99.9 0 / 5 5 / 5 

 7 / 3 13 / 6 13 1 92.3 0 / 13 13 / 13 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 5 0 >99.9 0 / 5 5 / 5 

Final / Outflow 1 / 1 5 / 5 5 0 >99.9 0 / 5 5 / 5 

Storage / Resevoir 3 / 3 10 / 10 10 1 90.0 0 / 10 10 / 10 

Point of Use 3 / 0 14 / 0 14 1 92.9 0 / 14 14 / 14 

 8 / 4 34 / 15 34 2 94.1 0 / 34 34 / 34 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 4 0 >99.9 3 / 4 4 / 4 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 3 / 4 4 / 4 

Storage / Resevoir 3 / 3 10 / 10 10 2 80.0 7 / 10 10 / 10 

Point of Use 3 / 0 11 / 0 11 0 >99.9 8 / 11 11 / 11 
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8 / 4 29 / 14 29 2 93.1 21 / 29 29 / 29 

December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 3 0 >99.9 3 / 3 3 / 3 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 3 / 3 3 / 3 

Storage / Resevoir 3 / 3 7 / 7 7 0 >99.9 7 / 7 7 / 7 

Point of Use 2 / 0 6 / 0 6 0 >99.9 6 / 6 6 / 6 

 7 / 4 19 / 10 19 0 >99.9 19 / 19 19 / 19 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 17 / 0 17 0 >99.9 6 / 17 17 / 17 

Final / Outflow 1 / 1 17 / 17 17 0 >99.9 6 / 17 17 / 17 

Storage / Resevoir 3 / 3 37 / 37 37 4 89.2 14 / 37 37 / 37 

Point of Use 4 / 0 48 / 0 48 3 93.8 14 / 48 48 / 48 

 9 / 4 119 / 54 119 7 94.1 40 / 119 119 / 119 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 4 0 >99.9 0 / 4 4 / 4 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 0 / 4 4 / 4 

Point of Use 3 / 0 9 / 0 9 1 88.9 0 / 9 9 / 9 

 5 / 1 17 / 4 17 1 94.1 0 / 17 17 / 17 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Point of Use 3 / 0 6 / 0 6 2 66.7 0 / 6 6 / 6 

 5 / 1 10 / 2 10 2 80.0 0 / 10 10 / 10 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 5 0 >99.9 0 / 5 5 / 5 

Final / Outflow 1 / 1 5 / 5 5 0 >99.9 0 / 5 5 / 5 

Point of Use 3 / 0 14 / 0 14 2 85.7 0 / 14 14 / 14 

 5 / 1 24 / 5 24 2 91.7 0 / 24 24 / 24 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 4 0 >99.9 3 / 4 4 / 4 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 3 / 4 4 / 4 

Point of Use 3 / 0 11 / 0 11 2 81.8 8 / 11 11 / 11 

 5 / 1 19 / 4 19 2 89.5 14 / 19 19 / 19 

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 3 0 >99.9 3 / 3 3 / 3 
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Final / Outflow 1 / 1 3 / 3 3 1 66.7 3 / 3 3 / 3 

Point of Use 3 / 0 9 / 0 9 3 66.7 9 / 9 9 / 9 

 5 / 1 15 / 3 15 4 73.3 15 / 15 15 / 15 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 18 / 0 18 0 >99.9 6 / 18 18 / 18 

Final / Outflow 1 / 1 18 / 18 18 1 94.4 6 / 18 18 / 18 

Point of Use 3 / 0 49 / 0 49 10 79.6 17 / 49 49 / 49 

 5 / 1 85 / 18 85 11 87.1 29 / 85 85 / 85 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 3 / 0 9 0 >99.9 0 / 9 9 / 9 

Final / Outflow 3 / 3 3 / 3 9 0 >99.9 0 / 9 9 / 9 

 6 / 3 6 / 3 18 0 >99.9 0 / 18 18 / 18 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 3 / 0 9 0 >99.9 0 / 9 9 / 9 

Final / Outflow 3 / 3 3 / 3 9 0 >99.9 0 / 9 9 / 9 

 6 / 3 6 / 3 18 0 >99.9 0 / 18 18 / 18 

 

   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 1 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 1 / 1 3 0 >99.9 0 / 3 3 / 3 
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 2 / 1 2 / 1 6 0 >99.9 0 / 6 6 / 6 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 1 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 1 / 1 3 0 >99.9 0 / 3 3 / 3 

 2 / 1 2 / 1 6 0 >99.9 0 / 6 6 / 6 

 

   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 1 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 1 / 1 3 0 >99.9 0 / 3 3 / 3 

 2 / 1 2 / 1 6 0 >99.9 0 / 6 6 / 6 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 1 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 1 / 1 3 0 >99.9 0 / 3 3 / 3 

 2 / 1 2 / 1 6 0 >99.9 0 / 6 6 / 6 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 1 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 1 / 1 3 0 >99.9 0 / 3 3 / 3 

 2 / 1 2 / 1 6 0 >99.9 0 / 6 6 / 6 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 1 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 1 / 1 3 0 >99.9 0 / 3 3 / 3 

 2 / 1 2 / 1 6 0 >99.9 0 / 6 6 / 6 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 10 / 0 71 0 >99.9 0 / 71 71 / 71 

Final / Outflow 3 / 10 10 / 3 72 4 94.4 0 / 72 72 / 72 

Storage / Resevoir 7 / 19 19 / 7 19 0 >99.9 0 / 19 19 / 19 

Point of Use 15 / 0 42 / 0 42 0 >99.9 0 / 42 42 / 42 

 28 / 29 81 / 10 204 4 98.0 0 / 204 204 / 204 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

Final / Outflow 3 / 6 6 / 3 6 0 >99.9 0 / 6 6 / 6 

Storage / Resevoir 6 / 12 12 / 6 12 0 >99.9 0 / 12 12 / 12 

Point of Use 12 / 0 23 / 0 23 0 >99.9 0 / 23 23 / 23 

 24 / 18 47 / 9 47 0 >99.9 0 / 47 47 / 47 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

Final / Outflow 3 / 15 15 / 3 15 0 >99.9 0 / 15 15 / 15 

Storage / Resevoir 7 / 30 30 / 7 30 0 >99.9 0 / 30 30 / 30 

Point of Use 12 / 0 54 / 0 54 0 >99.9 0 / 54 54 / 54 

 25 / 45 105 / 10 105 0 >99.9 0 / 105 105 / 105 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 3 / 12 12 / 3 12 0 >99.9 0 / 12 12 / 12 

Storage / Resevoir 7 / 25 25 / 7 25 0 >99.9 0 / 25 25 / 25 

Point of Use 12 / 0 46 / 0 46 0 >99.9 0 / 46 46 / 46 

 22 / 37 83 / 10 83 0 >99.9 0 / 83 83 / 83 
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December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 3 / 9 9 / 3 9 0 >99.9 0 / 9 9 / 9 

Storage / Resevoir 7 / 18 18 / 7 18 0 >99.9 0 / 18 18 / 18 

Point of Use 11 / 0 32 / 0 32 0 >99.9 0 / 32 32 / 32 

 21 / 27 59 / 10 59 0 >99.9 0 / 59 59 / 59 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 22 / 0 83 0 >99.9 0 / 83 83 / 83 

Final / Outflow 3 / 52 52 / 3 114 4 96.5 0 / 114 114 / 114 

Storage / Resevoir 8 / 104 104 / 8 104 0 >99.9 0 / 104 104 / 104 

Point of Use 15 / 0 197 / 0 197 0 >99.9 0 / 197 197 / 197 

 29 / 156 375 / 11 498 4 99.2 0 / 498 498 / 498 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 23 0 >99.9 0 / 23 23 / 23 

Final / Outflow 1 / 1 3 / 3 23 1 95.7 0 / 23 23 / 23 

Storage / Resevoir 5 / 5 13 / 13 13 0 >99.9 0 / 13 13 / 13 

Point of Use 8 / 0 21 / 0 21 0 >99.9 0 / 21 21 / 21 

 15 / 6 40 / 16 80 1 98.8 0 / 80 80 / 80 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Storage / Resevoir 4 / 4 8 / 8 8 0 >99.9 0 / 8 8 / 8 

Point of Use 6 / 0 12 / 0 12 0 >99.9 0 / 12 12 / 12 

 12 / 5 24 / 10 24 0 >99.9 0 / 24 24 / 24 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 5 / 5 5 0 >99.9 0 / 5 5 / 5 

Storage / Resevoir 4 / 4 20 / 20 20 0 >99.9 0 / 20 20 / 20 

Point of Use 6 / 0 26 / 0 26 0 >99.9 0 / 26 26 / 26 

 12 / 5 53 / 25 53 0 >99.9 0 / 53 53 / 53 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 0 / 4 4 / 4 

Storage / Resevoir 4 / 4 15 / 15 15 0 >99.9 0 / 15 15 / 15 

Point of Use 6 / 0 24 / 0 24 0 >99.9 0 / 24 24 / 24 

 11 / 5 43 / 19 43 0 >99.9 0 / 43 43 / 43 
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December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 0 / 3 3 / 3 

Storage / Resevoir 4 / 4 11 / 11 11 0 >99.9 0 / 11 11 / 11 

Point of Use 6 / 0 17 / 0 17 0 >99.9 0 / 17 17 / 17 

 11 / 5 31 / 14 31 0 >99.9 0 / 31 31 / 31 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 7 / 0 27 0 >99.9 0 / 27 27 / 27 

Final / Outflow 1 / 1 17 / 17 37 1 97.3 0 / 37 37 / 37 

Storage / Resevoir 5 / 5 67 / 67 67 0 >99.9 0 / 67 67 / 67 

Point of Use 8 / 0 100 / 0 100 0 >99.9 0 / 100 100 / 100 

 15 / 6 191 / 84 231 1 >99.9 0 / 231 231 / 231 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 23 0 >99.9 0 / 23 23 / 23 

Final / Outflow 1 / 1 3 / 3 24 3 87.5 0 / 24 24 / 24 

Storage / Resevoir 2 / 2 6 / 6 6 0 >99.9 0 / 6 6 / 6 

Point of Use 4 / 0 12 / 0 12 0 >99.9 0 / 12 12 / 12 

 8 / 3 24 / 9 65 3 95.4 0 / 65 65 / 65 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Storage / Resevoir 2 / 2 4 / 4 4 0 >99.9 0 / 4 4 / 4 

Point of Use 3 / 0 5 / 0 5 0 >99.9 0 / 5 5 / 5 

 7 / 3 13 / 6 13 0 >99.9 0 / 13 13 / 13 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 5 / 5 5 0 >99.9 0 / 5 5 / 5 

Storage / Resevoir 3 / 3 10 / 10 10 0 >99.9 0 / 10 10 / 10 

Point of Use 3 / 0 14 / 0 14 0 >99.9 0 / 14 14 / 14 

 8 / 4 31 / 15 31 0 >99.9 0 / 31 31 / 31 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 0 / 4 4 / 4 

Storage / Resevoir 3 / 3 10 / 10 10 0 >99.9 0 / 10 10 / 10 

Point of Use 3 / 0 11 / 0 11 0 >99.9 0 / 11 11 / 11 

 7 / 4 25 / 14 25 0 >99.9 0 / 25 25 / 25 
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December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 0 / 3 3 / 3 

Storage / Resevoir 3 / 3 7 / 7 7 0 >99.9 0 / 7 7 / 7 

Point of Use 2 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

 6 / 4 16 / 10 16 0 >99.9 0 / 16 16 / 16 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 7 / 0 27 0 >99.9 0 / 27 27 / 27 

Final / Outflow 1 / 1 17 / 17 38 3 92.1 0 / 38 38 / 38 

Storage / Resevoir 3 / 3 37 / 37 37 0 >99.9 0 / 37 37 / 37 

Point of Use 4 / 0 48 / 0 48 0 >99.9 0 / 48 48 / 48 

 9 / 4 109 / 54 150 3 98.0 0 / 150 150 / 150 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 25 0 >99.9 0 / 25 25 / 25 

Final / Outflow 1 / 1 4 / 4 25 0 >99.9 0 / 25 25 / 25 

Point of Use 3 / 0 9 / 0 9 0 >99.9 0 / 9 9 / 9 

 5 / 1 17 / 4 59 0 >99.9 0 / 59 59 / 59 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Point of Use 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

 5 / 1 10 / 2 10 0 >99.9 0 / 10 10 / 10 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 5 / 5 5 0 >99.9 0 / 5 5 / 5 

Point of Use 3 / 0 14 / 0 14 0 >99.9 0 / 14 14 / 14 

 5 / 1 21 / 5 21 0 >99.9 0 / 21 21 / 21 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 4 / 4 4 0 >99.9 0 / 4 4 / 4 

Point of Use 3 / 0 11 / 0 11 0 >99.9 0 / 11 11 / 11 

 4 / 1 15 / 4 15 0 >99.9 0 / 15 15 / 15 

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 3 / 3 3 0 >99.9 0 / 3 3 / 3 

Point of Use 3 / 0 9 / 0 9 0 >99.9 0 / 9 9 / 9 

 

4 / 1 12 / 3 12 0 >99.9 0 / 12 12 / 12 
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Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 8 / 0 29 0 >99.9 0 / 29 29 / 29 

Final / Outflow 1 / 1 18 / 18 39 0 >99.9 0 / 39 39 / 39 

Point of Use 3 / 0 49 / 0 49 0 >99.9 0 / 49 49 / 49 

 5 / 1 75 / 18 117 0 >99.9 0 / 117 117 / 117 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 10 / 0 50 0 >99.9 0 / 50 50 / 50 

Final / Outflow 3 / 10 10 / 3 50 0 >99.9 0 / 50 50 / 50 

Storage / Resevoir 7 / 19 19 / 7 38 1 97.4 0 / 38 38 / 38 

Point of Use 15 / 0 42 / 0 84 0 >99.9 0 / 84 84 / 84 

 28 / 29 81 / 10 222 1 >99.9 0 / 222 222 / 222 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 12 0 >99.9 0 / 12 12 / 12 

Final / Outflow 3 / 6 6 / 3 12 0 >99.9 0 / 12 12 / 12 

Storage / Resevoir 6 / 12 12 / 6 24 2 91.7 0 / 24 24 / 24 

Point of Use 12 / 0 23 / 0 46 1 97.8 0 / 46 46 / 46 

 24 / 18 47 / 9 94 3 96.8 0 / 94 94 / 94 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 15 / 0 30 0 >99.9 0 / 30 30 / 30 

Final / Outflow 3 / 15 15 / 3 30 1 96.7 0 / 30 30 / 30 

Storage / Resevoir 7 / 30 30 / 7 60 7 88.3 0 / 60 60 / 60 

Point of Use 12 / 0 54 / 0 108 1 99.1 0 / 108 108 / 108 

 25 / 45 114 / 10 228 9 96.1 0 / 228 228 / 228 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 12 / 0 24 0 >99.9 18 / 24 24 / 24 

Final / Outflow 3 / 12 12 / 3 24 0 >99.9 18 / 24 24 / 24 

Storage / Resevoir 7 / 25 25 / 7 50 2 96.0 36 / 50 50 / 50 

Point of Use 12 / 0 46 / 0 92 3 96.7 68 / 92 92 / 92 

 

25 / 37 95 / 10 190 5 97.4 140 / 190 190 / 190 
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December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 9 / 0 18 0 >99.9 18 / 18 18 / 18 

Final / Outflow 3 / 9 9 / 3 18 1 94.4 18 / 18 18 / 18 

Storage / Resevoir 7 / 18 18 / 7 36 1 97.2 36 / 36 36 / 36 

Point of Use 11 / 0 32 / 0 64 2 96.9 64 / 64 64 / 64 

 24 / 27 68 / 10 136 4 97.1 136 / 136 136 / 
136 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 52 / 0 134 0 >99.9 36 / 134 134 / 134 

Final / Outflow 3 / 52 52 / 3 134 2 98.5 36 / 134 134 / 134 

Storage / Resevoir 8 / 104 104 / 8 208 13 93.8 72 / 208 208 / 208 

Point of Use 15 / 0 197 / 0 394 7 98.2 132 / 394 394 / 394 

 29 / 156 405 / 11 870 22 97.5 276 / 870 870 / 
870 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 16 0 >99.9 0 / 16 16 / 16 

Final / Outflow 1 / 1 3 / 3 16 0 >99.9 0 / 16 16 / 16 

Storage / Resevoir 5 / 5 13 / 13 26 1 96.2 0 / 26 26 / 26 

Point of Use 8 / 0 21 / 0 42 0 >99.9 0 / 42 42 / 42 

 15 / 6 40 / 16 100 1 99.0 0 / 100 100 / 100 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 4 0 >99.9 0 / 4 4 / 4 

Final / Outflow 1 / 1 2 / 2 4 0 >99.9 0 / 4 4 / 4 

Storage / Resevoir 4 / 4 8 / 8 16 1 93.8 0 / 16 16 / 16 

Point of Use 6 / 0 12 / 0 24 0 >99.9 0 / 24 24 / 24 

 12 / 5 24 / 10 48 1 97.9 0 / 48 48 / 48 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 10 0 >99.9 0 / 10 10 / 10 

Final / Outflow 1 / 1 5 / 5 10 0 >99.9 0 / 10 10 / 10 

Storage / Resevoir 4 / 4 20 / 20 40 4 90.0 0 / 40 40 / 40 

Point of Use 6 / 0 26 / 0 52 0 >99.9 0 / 52 52 / 52 

 12 / 5 56 / 25 112 4 96.4 0 / 112 112 / 112 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 8 0 >99.9 6 / 8 8 / 8 

Final / Outflow 1 / 1 4 / 4 8 0 >99.9 6 / 8 8 / 8 

Storage / Resevoir 4 / 4 15 / 15 30 0 >99.9 22 / 30 30 / 30 

Point of Use 6 / 0 24 / 0 48 1 97.9 36 / 48 48 / 48 

 

12 / 5 47 / 19 94 1 98.9 70 / 94 94 / 94 



System DWQ Compliance 

Drinking Water Quality : Integrated Regulatory Information System (IRIS) 

Chemical - Non Health (Aesthetic) 

 

Page 23 of 43 Printed By Dikeledi Maloi on 1/11/2019 8:01:40 AM 
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December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 6 0 >99.9 6 / 6 6 / 6 

Final / Outflow 1 / 1 3 / 3 6 0 >99.9 6 / 6 6 / 6 

Storage / Resevoir 4 / 4 11 / 11 22 1 95.5 22 / 22 22 / 22 

Point of Use 6 / 0 17 / 0 34 2 94.1 34 / 34 34 / 34 

 12 / 5 34 / 14 68 3 95.6 68 / 68 68 / 68 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 17 / 0 44 0 >99.9 12 / 44 44 / 44 

Final / Outflow 1 / 1 17 / 17 44 0 >99.9 12 / 44 44 / 44 

Storage / Resevoir 5 / 5 67 / 67 134 7 94.8 44 / 134 134 / 134 

Point of Use 8 / 0 100 / 0 200 3 98.5 70 / 200 200 / 200 

 15 / 6 201 / 84 422 10 97.6 138 / 422 422 / 
422 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 16 0 >99.9 0 / 16 16 / 16 

Final / Outflow 1 / 1 3 / 3 16 0 >99.9 0 / 16 16 / 16 

Storage / Resevoir 2 / 2 6 / 6 12 0 >99.9 0 / 12 12 / 12 

Point of Use 4 / 0 12 / 0 24 0 >99.9 0 / 24 24 / 24 

 8 / 3 24 / 9 68 0 >99.9 0 / 68 68 / 68 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 4 0 >99.9 0 / 4 4 / 4 

Final / Outflow 1 / 1 2 / 2 4 0 >99.9 0 / 4 4 / 4 

Storage / Resevoir 2 / 2 4 / 4 8 1 87.5 0 / 8 8 / 8 

Point of Use 3 / 0 5 / 0 10 0 >99.9 0 / 10 10 / 10 

 7 / 3 13 / 6 26 1 96.2 0 / 26 26 / 26 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 10 0 >99.9 0 / 10 10 / 10 

Final / Outflow 1 / 1 5 / 5 10 1 90.0 0 / 10 10 / 10 

Storage / Resevoir 3 / 3 10 / 10 20 3 85.0 0 / 20 20 / 20 

Point of Use 3 / 0 14 / 0 28 0 >99.9 0 / 28 28 / 28 

 8 / 4 34 / 15 68 4 94.1 0 / 68 68 / 68 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 8 0 >99.9 6 / 8 8 / 8 

Final / Outflow 1 / 1 4 / 4 8 0 >99.9 6 / 8 8 / 8 

Storage / Resevoir 3 / 3 10 / 10 20 2 90.0 14 / 20 20 / 20 

Point of Use 3 / 0 11 / 0 22 0 >99.9 16 / 22 22 / 22 

 

8 / 4 29 / 14 58 2 96.6 42 / 58 58 / 58 
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December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 6 0 >99.9 6 / 6 6 / 6 

Final / Outflow 1 / 1 3 / 3 6 1 83.3 6 / 6 6 / 6 

Storage / Resevoir 3 / 3 7 / 7 14 0 >99.9 14 / 14 14 / 14 

Point of Use 2 / 0 6 / 0 12 0 >99.9 12 / 12 12 / 12 

 7 / 4 19 / 10 38 1 97.4 38 / 38 38 / 38 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 17 / 0 44 0 >99.9 12 / 44 44 / 44 

Final / Outflow 1 / 1 17 / 17 44 2 95.5 12 / 44 44 / 44 

Storage / Resevoir 3 / 3 37 / 37 74 6 91.9 28 / 74 74 / 74 

Point of Use 4 / 0 48 / 0 96 0 >99.9 28 / 96 96 / 96 

 9 / 4 119 / 54 258 8 96.9 80 / 258 258 / 
258 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 18 0 >99.9 0 / 18 18 / 18 

Final / Outflow 1 / 1 4 / 4 18 0 >99.9 0 / 18 18 / 18 

Point of Use 3 / 0 9 / 0 18 0 >99.9 0 / 18 18 / 18 

 5 / 1 17 / 4 54 0 >99.9 0 / 54 54 / 54 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 4 0 >99.9 0 / 4 4 / 4 

Final / Outflow 1 / 1 2 / 2 4 0 >99.9 0 / 4 4 / 4 

Point of Use 3 / 0 6 / 0 12 1 91.7 0 / 12 12 / 12 

 5 / 1 10 / 2 20 1 95.0 0 / 20 20 / 20 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 10 0 >99.9 0 / 10 10 / 10 

Final / Outflow 1 / 1 5 / 5 10 0 >99.9 0 / 10 10 / 10 

Point of Use 3 / 0 14 / 0 28 1 96.4 0 / 28 28 / 28 

 5 / 1 24 / 5 48 1 97.9 0 / 48 48 / 48 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 8 0 >99.9 6 / 8 8 / 8 

Final / Outflow 1 / 1 4 / 4 8 0 >99.9 6 / 8 8 / 8 

Point of Use 3 / 0 11 / 0 22 2 90.9 16 / 22 22 / 22 

 5 / 1 19 / 4 38 2 94.7 28 / 38 38 / 38 

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 6 0 >99.9 6 / 6 6 / 6 

 

Final / Outflow 1 / 1 3 / 3 6 0 >99.9 6 / 6 6 / 6 
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Point of Use 3 / 0 9 / 0 18 0 >99.9 18 / 18 18 / 18 

 5 / 1 15 / 3 30 0 >99.9 30 / 30 30 / 30 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 18 / 0 46 0 >99.9 12 / 46 46 / 46 

Final / Outflow 1 / 1 18 / 18 46 0 >99.9 12 / 46 46 / 46 

Point of Use 3 / 0 49 / 0 98 4 95.9 34 / 98 98 / 98 

 5 / 1 85 / 18 190 4 97.9 58 / 190 190 / 190 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 10 / 0 43 0 >99.9 0 / 43 43 / 43 

Final / Outflow 3 / 10 10 / 3 43 8 81.4 0 / 43 43 / 43 

Storage / Resevoir 7 / 19 19 / 7 76 19 75.0 0 / 76 76 / 76 

Point of Use 15 / 0 42 / 0 168 32 81.0 0 / 168 168 / 168 

 28 / 29 81 / 10 330 59 82.1 0 / 330 330 / 330 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 24 0 >99.9 0 / 24 24 / 24 

Final / Outflow 3 / 6 6 / 3 24 4 83.3 0 / 24 24 / 24 

Storage / Resevoir 6 / 12 12 / 6 48 10 79.2 0 / 48 48 / 48 

Point of Use 12 / 0 23 / 0 92 14 84.8 0 / 92 92 / 92 

 24 / 18 47 / 9 188 28 85.1 0 / 188 188 / 188 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 15 / 0 60 0 >99.9 0 / 60 60 / 60 

Final / Outflow 3 / 15 15 / 3 60 14 76.7 0 / 60 60 / 60 

Storage / Resevoir 7 / 30 30 / 7 120 24 80.0 0 / 120 120 / 120 

Point of Use 12 / 0 54 / 0 216 40 81.5 0 / 216 216 / 216 

 25 / 45 114 / 10 456 78 82.9 0 / 456 456 / 456 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 12 / 0 48 0 >99.9 27 / 48 48 / 48 

Final / Outflow 3 / 12 12 / 3 48 4 91.7 27 / 48 48 / 48 

Storage / Resevoir 7 / 25 25 / 7 100 18 82.0 54 / 100 100 / 100 

Point of Use 12 / 0 46 / 0 183 31 83.1 101 / 183 183 / 183 

 

25 / 37 95 / 10 379 53 86.0 209 / 379 379 / 379 
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 (29) rpt_system_compliance  

December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 9 / 0 36 0 >99.9 27 / 36 36 / 36 

Final / Outflow 3 / 9 9 / 3 36 6 83.3 27 / 36 36 / 36 

Storage / Resevoir 7 / 18 18 / 7 72 14 80.6 54 / 72 72 / 72 

Point of Use 11 / 0 32 / 0 128 24 81.3 96 / 128 128 / 128 

 24 / 27 68 / 10 272 44 83.8 204 / 272 272 / 
272 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 52 / 0 211 0 >99.9 54 / 211 211 / 211 

Final / Outflow 3 / 52 52 / 3 211 36 82.9 54 / 211 211 / 211 

Storage / Resevoir 8 / 104 104 / 8 416 85 79.6 108 / 416 416 / 416 

Point of Use 15 / 0 197 / 0 787 141 82.1 197 / 787 787 / 787 

 29 / 156 405 / 11 1,625 262 83.9 413 / 1625 1625 / 
1625 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 13 0 >99.9 0 / 13 13 / 13 

Final / Outflow 1 / 1 3 / 3 13 3 76.9 0 / 13 13 / 13 

Storage / Resevoir 5 / 5 13 / 13 52 12 76.9 0 / 52 52 / 52 

Point of Use 8 / 0 21 / 0 84 14 83.3 0 / 84 84 / 84 

 15 / 6 40 / 16 162 29 82.1 0 / 162 162 / 162 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 8 0 >99.9 0 / 8 8 / 8 

Final / Outflow 1 / 1 2 / 2 8 2 75.0 0 / 8 8 / 8 

Storage / Resevoir 4 / 4 8 / 8 32 5 84.4 0 / 32 32 / 32 

Point of Use 6 / 0 12 / 0 48 5 89.6 0 / 48 48 / 48 

 12 / 5 24 / 10 96 12 87.5 0 / 96 96 / 96 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 20 0 >99.9 0 / 20 20 / 20 

Final / Outflow 1 / 1 5 / 5 20 5 75.0 0 / 20 20 / 20 

Storage / Resevoir 4 / 4 20 / 20 80 17 78.8 0 / 80 80 / 80 

Point of Use 6 / 0 26 / 0 104 20 80.8 0 / 104 104 / 104 

 12 / 5 56 / 25 224 42 81.3 0 / 224 224 / 224 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 16 0 >99.9 9 / 16 16 / 16 

Final / Outflow 1 / 1 4 / 4 16 2 87.5 9 / 16 16 / 16 

Storage / Resevoir 4 / 4 15 / 15 60 11 81.7 33 / 60 60 / 60 

Point of Use 6 / 0 24 / 0 95 19 80.0 53 / 95 95 / 95 

 

12 / 5 47 / 19 187 32 82.9 104 / 187 187 / 187 
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 (29) rpt_system_compliance  

December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 12 0 >99.9 9 / 12 12 / 12 

Final / Outflow 1 / 1 3 / 3 12 1 91.7 9 / 12 12 / 12 

Storage / Resevoir 4 / 4 11 / 11 44 9 79.5 33 / 44 44 / 44 

Point of Use 6 / 0 17 / 0 68 11 83.8 51 / 68 68 / 68 

 12 / 5 34 / 14 136 21 84.6 102 / 136 136 / 
136 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 17 / 0 69 0 >99.9 18 / 69 69 / 69 

Final / Outflow 1 / 1 17 / 17 69 13 81.2 18 / 69 69 / 69 

Storage / Resevoir 5 / 5 67 / 67 268 54 79.9 66 / 268 268 / 268 

Point of Use 8 / 0 100 / 0 399 69 82.7 104 / 399 399 / 399 

 15 / 6 201 / 84 805 136 83.1 206 / 805 805 / 
805 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 13 0 >99.9 0 / 13 13 / 13 

Final / Outflow 1 / 1 3 / 3 13 3 76.9 0 / 13 13 / 13 

Storage / Resevoir 2 / 2 6 / 6 24 7 70.8 0 / 24 24 / 24 

Point of Use 4 / 0 12 / 0 48 8 83.3 0 / 48 48 / 48 

 8 / 3 24 / 9 98 18 81.6 0 / 98 98 / 98 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 8 0 >99.9 0 / 8 8 / 8 

Final / Outflow 1 / 1 2 / 2 8 0 >99.9 0 / 8 8 / 8 

Storage / Resevoir 2 / 2 4 / 4 16 5 68.8 0 / 16 16 / 16 

Point of Use 3 / 0 5 / 0 20 2 90.0 0 / 20 20 / 20 

 7 / 3 13 / 6 52 7 86.5 0 / 52 52 / 52 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 20 0 >99.9 0 / 20 20 / 20 

Final / Outflow 1 / 1 5 / 5 20 4 80.0 0 / 20 20 / 20 

Storage / Resevoir 3 / 3 10 / 10 40 7 82.5 0 / 40 40 / 40 

Point of Use 3 / 0 14 / 0 56 4 92.9 0 / 56 56 / 56 

 8 / 4 34 / 15 136 15 89.0 0 / 136 136 / 136 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 16 0 >99.9 9 / 16 16 / 16 

Final / Outflow 1 / 1 4 / 4 16 2 87.5 9 / 16 16 / 16 

Storage / Resevoir 3 / 3 10 / 10 40 7 82.5 21 / 40 40 / 40 

Point of Use 3 / 0 11 / 0 44 2 95.5 24 / 44 44 / 44 

 

8 / 4 29 / 14 116 11 90.5 63 / 116 116 / 116 



System DWQ Compliance 

Drinking Water Quality : Integrated Regulatory Information System (IRIS) 

 (Operational) 

 

Page 33 of 43 Printed By Dikeledi Maloi on 1/11/2019 8:01:40 AM 
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December 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 12 0 >99.9 9 / 12 12 / 12 

Final / Outflow 1 / 1 3 / 3 12 1 91.7 9 / 12 12 / 12 

Storage / Resevoir 3 / 3 7 / 7 28 5 82.1 21 / 28 28 / 28 

Point of Use 2 / 0 6 / 0 24 2 91.7 18 / 24 24 / 24 

 7 / 4 19 / 10 76 8 89.5 57 / 76 76 / 76 

Total 2018 Sites / Crit Samples / 
Crit 

Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 17 / 0 69 0 >99.9 18 / 69 69 / 69 

Final / Outflow 1 / 1 17 / 17 69 10 85.5 18 / 69 69 / 69 

Storage / Resevoir 3 / 3 37 / 37 148 31 79.1 42 / 148 148 / 148 

Point of Use 4 / 0 48 / 0 192 18 90.6 42 / 192 192 / 192 

 9 / 4 119 / 54 478 59 87.7 120 / 478 478 / 
478 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 17 0 >99.9 0 / 17 17 / 17 

Final / Outflow 1 / 1 4 / 4 17 2 88.2 0 / 17 17 / 17 

Point of Use 3 / 0 9 / 0 36 10 72.2 0 / 36 36 / 36 

 5 / 1 17 / 4 70 12 82.9 0 / 70 70 / 70 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 8 0 >99.9 0 / 8 8 / 8 

Final / Outflow 1 / 1 2 / 2 8 2 75.0 0 / 8 8 / 8 

Point of Use 3 / 0 6 / 0 24 7 70.8 0 / 24 24 / 24 

 5 / 1 10 / 2 40 9 77.5 0 / 40 40 / 40 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 5 / 0 20 0 >99.9 0 / 20 20 / 20 

Final / Outflow 1 / 1 5 / 5 20 5 75.0 0 / 20 20 / 20 

Point of Use 3 / 0 14 / 0 56 16 71.4 0 / 56 56 / 56 

 5 / 1 24 / 5 96 21 78.1 0 / 96 96 / 96 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 16 0 >99.9 9 / 16 16 / 16 

Final / Outflow 1 / 1 4 / 4 16 0 >99.9 9 / 16 16 / 16 

Point of Use 3 / 0 11 / 0 44 10 77.3 24 / 44 44 / 44 

 5 / 1 19 / 4 76 10 86.8 42 / 76 76 / 76 

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 12 0 >99.9 9 / 12 12 / 12 

 

Final / Outflow 1 / 1 3 / 3 12 4 66.7 9 / 12 12 / 12 
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Point of Use 3 / 0 9 / 0 36 11 69.4 27 / 36 36 / 36 

 5 / 1 15 / 3 60 15 75.0 45 / 60 60 / 60 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 18 / 0 73 0 >99.9 18 / 73 73 / 73 

Final / Outflow 1 / 1 18 / 18 73 13 82.2 18 / 73 73 / 73 

Point of Use 3 / 0 49 / 0 196 54 72.4 51 / 196 196 / 196 

 5 / 1 85 / 18 342 67 80.4 87 / 342 342 / 342 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 10 / 0 12 0 >99.9 0 / 12 12 / 12 

Final / Outflow 3 / 10 10 / 3 13 5 61.5 0 / 13 13 / 13 

Storage / Resevoir 7 / 19 19 / 7 19 0 >99.9 0 / 19 19 / 19 

Point of Use 15 / 0 42 / 0 42 0 >99.9 0 / 42 42 / 42 

 28 / 29 81 / 10 86 5 94.2 0 / 86 86 / 86 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

Final / Outflow 3 / 6 6 / 3 6 0 >99.9 0 / 6 6 / 6 

Storage / Resevoir 6 / 12 12 / 6 12 0 >99.9 0 / 12 12 / 12 

Point of Use 12 / 0 23 / 0 23 0 >99.9 0 / 23 23 / 23 

 24 / 18 47 / 9 47 0 >99.9 0 / 47 47 / 47 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

Final / Outflow 3 / 15 15 / 3 15 8 46.7 0 / 15 15 / 15 

Storage / Resevoir 7 / 30 30 / 7 30 15 50.0 0 / 30 30 / 30 

Point of Use 12 / 0 54 / 0 54 28 48.2 0 / 54 54 / 54 

 25 / 45 105 / 10 105 51 51.4 0 / 105 105 / 105 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 3 / 12 12 / 3 12 11 8.3 0 / 12 12 / 12 

Storage / Resevoir 7 / 25 25 / 7 25 20 20.0 0 / 25 25 / 25 

Point of Use 12 / 0 46 / 0 46 43 6.5 0 / 46 46 / 46 

 22 / 37 83 / 10 83 74 10.8 0 / 83 83 / 83 
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December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 3 / 9 9 / 3 9 7 22.2 0 / 9 9 / 9 

Storage / Resevoir 7 / 18 18 / 7 18 16 11.1 0 / 18 18 / 18 

Point of Use 11 / 0 32 / 0 32 31 3.1 0 / 32 32 / 32 

 21 / 27 59 / 10 59 54 8.5 0 / 59 59 / 59 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 3 / 0 22 / 0 24 0 >99.9 0 / 24 24 / 24 

Final / Outflow 3 / 52 52 / 3 55 31 43.6 0 / 55 55 / 55 

Storage / Resevoir 8 / 104 104 / 8 104 51 51.0 0 / 104 104 / 104 

Point of Use 15 / 0 197 / 0 197 102 48.2 0 / 197 197 / 197 

 29 / 156 375 / 11 380 184 51.6 0 / 380 380 / 380 
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 (29) rpt_system_compliance  

 

   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 4 0 >99.9 0 / 4 4 / 4 

Final / Outflow 1 / 1 3 / 3 4 1 75.0 0 / 4 4 / 4 

Storage / Resevoir 5 / 5 13 / 13 13 0 >99.9 0 / 13 13 / 13 

Point of Use 8 / 0 21 / 0 21 0 >99.9 0 / 21 21 / 21 

 15 / 6 40 / 16 42 1 97.6 0 / 42 42 / 42 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Storage / Resevoir 4 / 4 8 / 8 8 0 >99.9 0 / 8 8 / 8 

Point of Use 6 / 0 12 / 0 12 0 >99.9 0 / 12 12 / 12 

 12 / 5 24 / 10 24 0 >99.9 0 / 24 24 / 24 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 5 / 5 5 2 60.0 0 / 5 5 / 5 

Storage / Resevoir 4 / 4 20 / 20 20 11 45.0 0 / 20 20 / 20 

Point of Use 6 / 0 26 / 0 26 14 46.2 0 / 26 26 / 26 

 12 / 5 53 / 25 53 27 49.1 0 / 53 53 / 53 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 4 / 4 4 4 0.0 0 / 4 4 / 4 

Storage / Resevoir 4 / 4 15 / 15 15 12 20.0 0 / 15 15 / 15 

Point of Use 6 / 0 24 / 0 24 23 4.2 0 / 24 24 / 24 

 11 / 5 43 / 19 43 39 9.3 0 / 43 43 / 43 
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December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 3 / 3 3 2 33.3 0 / 3 3 / 3 

Storage / Resevoir 4 / 4 11 / 11 11 10 9.1 0 / 11 11 / 11 

Point of Use 6 / 0 17 / 0 17 16 5.9 0 / 17 17 / 17 

 11 / 5 31 / 14 31 28 9.7 0 / 31 31 / 31 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 7 / 0 8 0 >99.9 0 / 8 8 / 8 

Final / Outflow 1 / 1 17 / 17 18 9 50.0 0 / 18 18 / 18 

Storage / Resevoir 5 / 5 67 / 67 67 33 50.7 0 / 67 67 / 67 

Point of Use 8 / 0 100 / 0 100 53 47.0 0 / 100 100 / 100 

 15 / 6 191 / 84 193 95 50.8 0 / 193 193 / 193 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 3 / 0 3 0 >99.9 0 / 3 3 / 3 

Final / Outflow 1 / 1 3 / 3 4 3 25.0 0 / 4 4 / 4 

Storage / Resevoir 2 / 2 6 / 6 6 0 >99.9 0 / 6 6 / 6 

Point of Use 4 / 0 12 / 0 12 0 >99.9 0 / 12 12 / 12 

 8 / 3 24 / 9 25 3 88.0 0 / 25 25 / 25 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Storage / Resevoir 2 / 2 4 / 4 4 0 >99.9 0 / 4 4 / 4 

Point of Use 3 / 0 5 / 0 5 0 >99.9 0 / 5 5 / 5 

 7 / 3 13 / 6 13 0 >99.9 0 / 13 13 / 13 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 5 / 5 5 4 20.0 0 / 5 5 / 5 

Storage / Resevoir 3 / 3 10 / 10 10 4 60.0 0 / 10 10 / 10 

Point of Use 3 / 0 14 / 0 14 6 57.1 0 / 14 14 / 14 

 8 / 4 31 / 15 31 14 54.8 0 / 31 31 / 31 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 4 / 4 4 3 25.0 0 / 4 4 / 4 

Storage / Resevoir 3 / 3 10 / 10 10 8 20.0 0 / 10 10 / 10 

Point of Use 3 / 0 11 / 0 11 11 0.0 0 / 11 11 / 11 

 7 / 4 25 / 14 25 22 12.0 0 / 25 25 / 25 
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Drinking Water Quality : Integrated Regulatory Information System (IRIS) 

 (Disinfectant) 

 

Page 41 of 43 Printed By Dikeledi Maloi on 1/11/2019 8:01:40 AM 

 (29) rpt_system_compliance  

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 3 / 3 3 3 0.0 0 / 3 3 / 3 

Storage / Resevoir 3 / 3 7 / 7 7 6 14.3 0 / 7 7 / 7 

Point of Use 2 / 0 6 / 0 6 6 0.0 0 / 6 6 / 6 

 6 / 4 16 / 10 16 15 6.3 0 / 16 16 / 16 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 7 / 0 7 0 >99.9 0 / 7 7 / 7 

Final / Outflow 1 / 1 17 / 17 18 13 27.8 0 / 18 18 / 18 

Storage / Resevoir 3 / 3 37 / 37 37 18 51.4 0 / 37 37 / 37 

Point of Use 4 / 0 48 / 0 48 23 52.1 0 / 48 48 / 48 

 9 / 4 109 / 54 110 54 50.9 0 / 110 110 / 110 
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   < 95% Unacceptable  99% Required 

August 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 4 / 0 5 0 >99.9 0 / 5 5 / 5 

Final / Outflow 1 / 1 4 / 4 5 1 80.0 0 / 5 5 / 5 

Point of Use 3 / 0 9 / 0 9 0 >99.9 0 / 9 9 / 9 

 5 / 1 17 / 4 19 1 94.7 0 / 19 19 / 19 

September 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 2 / 2 2 0 >99.9 0 / 2 2 / 2 

Point of Use 3 / 0 6 / 0 6 0 >99.9 0 / 6 6 / 6 

 5 / 1 10 / 2 10 0 >99.9 0 / 10 10 / 10 

October 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Raw/ Intake 1 / 0 2 / 0 2 0 >99.9 0 / 2 2 / 2 

Final / Outflow 1 / 1 5 / 5 5 2 60.0 0 / 5 5 / 5 

Point of Use 3 / 0 14 / 0 14 8 42.9 0 / 14 14 / 14 

 5 / 1 21 / 5 21 10 52.4 0 / 21 21 / 21 

November 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 4 / 4 4 4 0.0 0 / 4 4 / 4 

Point of Use 3 / 0 11 / 0 11 9 18.2 0 / 11 11 / 11 

 4 / 1 15 / 4 15 13 13.3 0 / 15 15 / 15 

December 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 

Final / Outflow 1 / 1 3 / 3 3 2 33.3 0 / 3 3 / 3 

Point of Use 3 / 0 9 / 0 9 9 0.0 0 / 9 9 / 9 

4 / 1 12 / 3 12 11 8.3 0 / 12 12 / 12 

Total 2018 Sites / Crit Samples / Crit Analysis Failures Comply % Certified In-Time 
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Raw/ Intake 1 / 0 8 / 0 9 0 >99.9 0 / 9 9 / 9 

Final / Outflow 1 / 1 18 / 18 19 9 52.6 0 / 19 19 / 19 

Point of Use 3 / 0 49 / 0 49 26 46.9 0 / 49 49 / 49 

 5 / 1 75 / 18 77 35 54.5 0 / 77 77 / 77 

Report Filters: 

REGION:Free State,INSTITUTION_TYPE:Water Service Authority,INSTITUTION:Moqhaka Local Municipality,SYSTEM: All ,YEAR:2018,RISK: All ,STANDARD:SANS 

241:2015, 


